INSPECTION REPORT
SEARHC Juneau Renovation Project
DATE: August 10, 2004




INSPECTOR: Matt Christner


CONTRACTOR: North Pacific Erectors
	WEATHER

	WIND
	 0  mph

	PRECIPITATION
	Clear

	TEMPERATURE
	+70F


	EQUIPMENT IN USE ON SITE

	1
	Forklift
	
	

	
	
	
	


	WORKERS ON SITE

	1
	Electrician
	2
	Plumber

	0
	Sheet Metal
	0
	Laborer

	0
	Carpenter
	
	

	
	
	
	


CONSTRUCTION ACTIVITY AT TIME OF INSPECTION:
CIVIL / SITEWORK:




None

DEMOLITION:
Plumbers and electrician demo existing fixtures including lights, data cabling, finned tube convectors, hot and cold water piping, and waste lines.

SPECIFIC POINTS OF INSPECTION:
Reviewed extent of electrical demo. Identified fiber optic cabling and insured proper protection and identification.

Reviewed mechanical demo. Piping and fixture removal appears to be clean and with minimal water discharge. All water and waste piping and fixtures being stored outdoors to minimize and odor. Plumbers have attempted to locate and cap all open pipes especially waste.

DEFICIENCIES/QUESTIONS/PROBLEMS:


Mechanical consultant missed run of finned tube convectors  in existing exam rooms.


These will need to be demo’d. COP 3 issued to cover additional work. COP 3 also included replacement of 4’ of finned tube originally scheduled to be salvaged in 138.



SUMMARY OF DISCUSSIONS/DIRECTIONS GIVEN TO CONTRACTOR:
OTHER TASKS PERFORMED:
Photo Log



	Materials Stored
	Comments

	
	


Signature ___________________________________________ Date ___________________

